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PVC MAC 7 B LONG (CUSTOMER)
PACK_NUTS 125" NIPPLE 2" BRASS BALL VALVE
”1‘}5 BRASS COUPLING END OF PIPE TO BE SEALED
FLOW — 2" PIPE UNTIL CONNECTED BY CUSTOMER
2” SERVICE FROM X
MAIN (SEE NOTE 4) 90 BRASS BEND
NOTES: SECTION
1. USE 2'x4" METER VAULT.
2. METER BOX TO BE IN 5'x5'x4” THICK CONCRETE SLAB WITH 6x6—W1.4xW1.4 W.W.M.
3. A TEN GAUGE DIRECT BURY STRANDED COPPER TRACER WIRE TO BE TAPED CONTINUOUSLY WITH POLY OR DUCT TAPE TO
THE SERVICE FOR LOCATION PURPOSES. WIRE MUST BE ATTACHED TO RECLAMED WATER MAIN AND EXTEND INTO THE
METER BOX.
4. USE 2" BLUE COLOR HDPE FOR POTABLE WATER SERVICE. USE 2" PURPLE COLOR [ T
HDPE FOR RECLAMED WATER SERVICE. e AT T
5. METERS WILL NOT BE INSTALLED IF THE METER BOX IS IN A DRIVING SURFACE. X Choss T soEC
6. METER BOX SHALL BE INSTALLED BETWEEN TWO SEPARATE FLAGS OF CONCRETE. I TEM cer | Rer
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